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TAG QTY PART NUMBER DESCRIPTION
ENCLOSURE 1 20X16X8NEMA4ENCLOSURE
BACKPLATE 1 20X16BACKPLATE
1B 1 21 30A_TERMINAL BLOCKS
TEMP CONTROL UDC CONTROLLER
XF1, XF2 40VA_TRANSFORMER
F1 FUSE HOLDERS
TCB HOT GAS TEMPERATURE
CONTROL

TEMP_ALARM 1 TEMPERATURE ALARM
TEMP_ALARM 1 LOW TEMP THERMISTOR
Swi 1 2 POS SWITCH
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